
 

ALLAIN DUHANGAN
PARBATI II

KOLDAM HEP 

FROM NATPHA JHAKRI

PARBATI III

PARBHTI POOLING

 800 MW

501 MW

 800 MW 192 MW  100 MW
MALANA-II

TO AMRITSAR

PATIALA/KAITHAL/
TO 

TO LUDHIANA

 100 MW
SAINJ HEP 

MALANA-I
 87 MW

LEGEND:-

132 kV ( 0.3 COND.)

400 kV QUAD COND.
400 kV TRIPLE COND.

Existing Proposed

400 kV S/S

220 kV S/S

Generation step-up to 132

Generation step-up to 220

400 kV TWIN COND.

TO MANDI/GAGAL/
KUNIHAR/HAMIR PUR

FROM TANDI 220kV P S

HAMIR PUR LARJI
126 MW

220 kV ( 4x0.5 COND.)

220 kV ( 0.4 COND.)

BAJORA S/S

132 kV S/S

Generation step-up to 400
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NALAGARH

TO NR GRID
NEW FUTURE S/S

TO LUDHIANA/MOGA

(about 1200 MW)

FROM DUGLI 220kV and HVDC P S
(about 1500 MW) FROM

CHENAB BA

HVDC bi-pole 
1500 MW with 50% over-

+ 400 kV
(with Cables where necessary)

(with Cables where necessary)

HISAR


